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TRANSFORMER PROTECTION PANEL DOOR (REAR VIEW)

REQUIRED ONLY
WHERE OIL TRANSFORMER
WITH BUCHHOLZ IS USED

REQUIRED WHERE CUSTOMER
OC No2 IS INSTALLED

REQUIRED ONLY
WHERE OIL TRANSFORMER
WITH BUCHHOLZ IS USED

SEE NOTE 4

EARTH BAR FOR CABINET 1. SEE NOTE 9. EARTH BAR FOR CABINET 2. SEE NOTE 9.

TRANSFORMER PROTECTION PANEL (FRONT VIEW)

REQUIRED ONLY
WHERE OIL TRANSFORMER
WITH BUCHHOLZ IS USED

REQUIRED ONLY WITH
CUSTOMER OC No2 INSTALLED
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